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Sample Transformer Oil in Abandoned Switch Gear

Savannah River Site

Aiken/Aiken/South Carolina

Oil filled transformer found in switch gear of abandoned electrolytic dissolver transformer. Oil needs to be sampled to determine waste
disposition. Revision1: Sample results reported oil containing 165.5 ppm PCB. Waste will be stored and disposed of as TSCA waste.

B1.17 - Polychlorinated biphenyl removal
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